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NOTES:

1. SEE DWG E-01 FOR ELECTRICAL NOTES AND SYMBOLS.

2. GARAGE 120V RECEPTACLES SHALL BE POWERED FROM

PANEL BOARD GLV CIRCUITS 2, 4 AND 6, FOR TIER 2;
CIRCUITS 8, 10, AND 12 FOR TIER 3; AND CIRCUITS 14,

16, AND 18 FOR TIER 4.
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